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O Buy steam
O Buy chilled

water
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AHU/ perimeter radiation
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Condensate return is dumped into SY i
sewerage
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Recommendations -

Cascade heat recovery:
Q Heating system

Q Domestic hot water
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Radiaﬂt heat in garage area 500/0 leCOl ’3% Detroit Edison

runs 24 hrs continuously
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Recommendations:

(Garage area 1solation

Control exhaust and make up

Avoid glycol
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Air Curtain

Outside woll
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Two AHUs for North Wing run in SR T

winter time even at night for freezing protection

Recommendations:

O 100% RECIRCULATION
O CIRCULATION PUMP

CalL

BALAMCING WALVE

CROULATING PUMP  GHERE WALVE IF
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Chilled Water

Constant Flow

2-way Valve
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Infiltration

O Windows sealing and caulking

O Pressurize area for 10%
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Mason Building

O Buy steamr
O Buy chille @@,

water




DTE Energy

—Al
L = [ [P T —

AaHU COILE
204,

FENTHOUSE

AHU COILE
424,

BASEMENT

sTEAM @Hiﬂ—

FERIMETER

F__?_F'__
HH HOT WATER
HEAT o= —— — -

EXCHAMNGER

CONDENSATE  |DOMESTIC
HOT

WA TER

T AMNK

~EWERAGE




DTE Energy

C hille d Wat e r -3% Detroit Edison
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O Chilled water piping 1s old

O Insulation is damaged =1
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HOT WATER/CHILLED WATER

O 2-WAY VALVE
O CONSTANT FREQUENCY PUMP
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Balancing problems on the 4™ floot
Return is not balanced
Ductwork is not cleaned

Some areas are overheated even in winter time
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Recommendations

O Provide Units Control
O VAV system
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Treat your building well
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